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Study Tasks 

• Kickoff meeting 

• Evaluate existing station, review alternatives 
and provide recommendations for replacement 

• Technical memo w/design criteria, costs, 
proposed schedule, & permitting requirements 

• Pump station standardization 

- Inventory existing stations 

- Group stations into appropriate categories 

- Identify opportunities for standardization 
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Workshop Objectives 

• Receive input and build consensus regarding: 

- Station categories 

- Categories that can/should be standardized 

- Components/systems that can/should be 

standardized 

- Standards applicable to Old Chauncey Road and 

similar pump stations 
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Station Grouping Possibilities 

• Size/capacity - large, medium, small 

• Significance - same as size/capacity? 

• Configuration - wet/dry pit, submersible, or can 

• Location - coastal, inland, residential, industrial 

· 'f-'~ Tlghe&Bond 



GNH0251-002



GNH0251-003

- -+ --... -

__ .....L, 

Whitneyville 

West Rock 

Mitchell Or 

Meadow St 

Lovell St 

Old Chauncey 
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Station Configuration Considerations 

• Life cycle cost (capital, O&M, power, longevity) 

• Depth 

• Space limitations and constructability 

• Interchangeability/standardization of equipment 

• Maintainability (ease of access, serviceability) 
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Prefabricated Can Stations 

• Advantages 

- Moderate cost 

- Pumps not in 

wetwell 

- No depth limit 

• Disadvantages 

- Personnel access 

- Can longevity 

- Equipment access 

• Pump options include close-coupled and dry 

pit submersible 
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Self-Prime/Suction Lift Stations 

• Advantages 

- Ease of 
maintenance 

- Pumps not in 
wetwell 

- Moderate cost 

- Interchangeable 
components 

• Disadvantages 

- Limited suppliers 

- Limited lift (25'+/-) 

- Efficiency 
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~ 1 • Can be located in prefabricated enclosure or . ' 

building 
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Other Station Systems & Concerns 

• Emergency Power • SCADA 

• Odor Control • Redundancy 

• Building and Site • Wetwell Liners 

Security 
• Emergency Storage 

~ • Bypass Pumping 
• Grinders l 4 

• Control Systems 
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